Lot 4 Fire Fighting Equipment

Technical Requirement ;

SL.No Mz:)eir;al Required Specifications UoM | Qty
Mechanical Foam Extinguisher (9ltrs) (IS:
1 4000425 104204) : NO 16
2 4000424 |Water CO2 Extinguisher (9ltrs) (IS:940) NO 19
3 4000428 [CO2 Extinguisher (4.5Kgs) (IS:2878) NO 24
4 4000427 |CO2 Extinguisher (6.5Kgs) (1S:2190) NO 7
5 4000429 |COZ Extinguisher (3Kgs) (1S:15683) NO 32
6 4000503 [Fire Bucket (9ltrs) (IS: 2546) NO 23
7 4000500 |RRL Hose (15m) (IS: 636) NO 4
3 4000490 Mechanical Foam Extinguisher (501trs) (IS: NO 6
13386) :
Ultra High Pressure Pump (UHPS) (Technical
Specification,Engine :14HP Petrol) (Pump
:Plunger Pump) (Capacity:42LPM)
(Pressure:100bar) (Water tank Capacity:
? 4000420 100L) (Auto Throttle Condrol) (Pistol Grip NO >
Nozzle For Water and Foam with foam
attachment) Note:The Unit Should be mounted
ona trolley for easy movability)
Dry Chem1cal Powder fire extinguisher 5kg
10 4000426 (18:2171) NO 40
Dry Chemical Powder Extinguisher (10kg)
11 4000470 (18:2171) NO 16
12 4000492 [FB5X (Foam Making Branch) NO 3
13 4000501 |Fire Alarm system, Control Pannel/LPC Set 2




